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Abstract: The lifespan assessment and maintenance planning of high-voltage power systems requires
condition monitoring of all the operational equipment in a specific area. Electrical insulation of
electrical apparatuses is prone to failure due to high electrical stresses, and thus it is a critical aspect
that needs to be monitored. The ageing process of the electrical insulation in high voltage equipment
may accelerate due to the occurrence of partial discharge (PD) that may in turn lead to catastrophic
failures if the related defects are left untreated at an initial stage. Therefore, there is a requirement to
monitor the PD levels so that an unexpected breakdown of high-voltage equipment is avoided. There
are several ways of detecting PD, such as acoustic detection, optical detection, chemical detection, and
radiometric detection. This paper focuses on reviewing techniques based on radiometric detection of
PD, and more specifically, using received signal strength (RSS) for the localization of faults. This paper
explores the advantages and disadvantages of radiometric techniques and presents an overview of a
radiometric PD detection technique that uses a transistor reset integrator (TRI)-based wireless sensor
network (WSN).
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1. Introduction
A widely used and very effective metric for assessing the condition of high voltage
(HV) plants is partial discharge (PD). PD is an electrical fault that occurs within the
insulating material of high voltage plant equipment, such as transformers, switch gear
and transmission lines [1,2]. PD is caused due to several reasons, such as defects in
manufacturing, defects during installation, ageing and deterioration, over-stressing in
service, corona discharge, surface discharge, and cavities. One frequent causes of PD is by
a decrease in permittivity, and therefore an increase in electric field strength, due to the
presence of a void or defect within the dielectric, resulting in a discharge across the void that
does not breach the conductors [3,4], but can worsen over time due to prolonged electrical
stresses increasing the physical size of the void. PD is defined by the IEC60270 standard
as: “a localized electrical discharge that only partially bridges the insulation between
conductors and which can or cannot occur adjacent to a conductor. Partial discharges are
in general a consequence of local electrical stress concentrations in the insulation or on the
surface of the insulation. Generally, such discharges appear as pulses having a duration of
much less than 1 microsecond” [5].
These discharges may increase over time if the defect becomes physically larger, due
to damage such as treeing (cracking of the insulation surrounding the void) caused by
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Traditional techniques for detecting partial discharge, which include galvanic contact
devices, high-frequency current transformers (HFCTs) and transient earth voltage (TEV)
sensors [10,11], provide highly accurate and detailed information on any PD activity within
the equipment under observation, due to the close coupling of the sensor to the piece of
the plant, such as a transformer or switchgear. This information includes apparent charge
and spectra, giving an indication of the type of PD fault, as well as any fault progression
over time.
Due to the requirement of close coupling to each piece of the plant to be observed,
however, each sensor is only capable of monitoring the equipment it is coupled to, requiring
separate sensors for each item of the plant to be monitored. Therefore, extensive monitoring
of HV equipment within a large-scale substation would be difficult using these techniques,
due to the extensive wiring harnessing required, along with the complexity of the data
acquisition system needed. In addition, reconfiguration of the system, if required, would
be difficult, and likely costly, due to the amount of manual labor required to physically
reconnect sensors, along with the design and cost of a replacement wiring harness. However, wired techniques are used in several industries because direct coupling to devices
is preferred in several applications where monitoring of a selective single component is
required. Futhermore, in many applications, direct coupling is preferred just because
of being more sensitive and noise/interference immune. Even this way, it may still be
complicated to have sufficient sensitivity to detect and locate the fault within a component.
For example, in the case of transformers with metallic enclosures, having to recognize and
locate PD sources within the transformer requires that the sensors be placed inside the
enclosure, as hardly any signal can propagate through the bushings.
Various alternative techniques have been suggested and developed for PD detection,
monitoring, and measurement; these include optical measurement [12], acoustic techniques [13], and radiometric techniques that utilize the far-field electromagnetic wave
propagated from the PD source due to the current discharged over the void. Optical PD
measurement involves using fiber optic sensors and probes to detect ionization in oil and
gas dielectrics [14] by detecting the light emitted during the ionization process. The benefits
of optical PD measurement techniques include immunity to electromagnetic interference,
as well as isolation from the HV equipment, due to the use of light coupling. However,
a disadvantage is the requirement that each sensor has to be physically connected to the
plant under test.
Acoustic techniques involve capturing localized acoustic emissions from the source
of PD via audio sensors [15]. Captured acoustic emissions can be cross correlated with
known PD transient acoustic patterns in order to assess if the acquired signal is of PD
origin [16]. As with optical detection, acoustic techniques have the advantage of immunity
to electromagnetic radiation. A difficulty with this type of measurement is susceptibility to
local ambient noise. Additionally, acoustic measurements suffer due to the unpredictability
of propagation paths and attenuation, limiting the maximum dielectric thickness that can
be measured [17].
Radiometric PD measurement utilizes the electromagnetic signal that is propagated
from a source of PD due to the current across the void. This radiometric signal is measured
using a radio-receiver placed at a certain distance from the PD source. Figure 3 shows the
process of receiving a radiometric signal from a source of PD.
The 1–1000 ns current pulse discharged across the void transmits an electromagnetic
wave, which has a frequency range of approximately 50–3000 MHz, depending on the
type of defect and structure of the void [18]. However, due to the low-pass effect of the
band-limiting propagation environment [19], the frequency range is limited to a range of
approximately 50–800 MHz [20]. This radiometric signal is then received and measured
via a radio receiver. Radiometric PD detection has various advantages, such as ease of
installation, comparatively low cost, and potential scale-ability. Various disadvantages
include susceptibility to electromagnetic interference, including locally transmitted radio
signals, and limited range due to sensor sensitivity and the propagation environment.
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It should be noted that the PD diagnostic techniques explained above are still widely
used in several industries; however, the selection of a particular technique depends on
the diagnostic requirement and applications. This paper concentrates on radiometric PD
detection techniques only, where an approximate location of PD is detected in a broad area.
2. Techniques for Radiometric Partial Discharge Measurement
Radiometric PD measurement has seen many developments over the past 20 years,
due to the ease of installation and reconfiguration over other PD measurement techniques.
Radiometric PD detection utilizes broadband radio receivers to detect and measure the
electromagnetically radiated UHF signal propagated from a PD source [21–23]. Generally,
multiple radiometric sensors, separated by a spacing of at least several meters, can be
used to detect and locate a source of PD [24]. Radiometric PD detection allows for easy,
non-intrusive installation, and is simple to reconfigure if required [22]. It provides an
alternative that has several advantages over traditional PD measurement techniques since
it does not require galvanic or physical contact with the item under observation; therefore,
a single radiometric sensor is capable of monitoring multiple items of HV equipment
simultaneously. Some wireless approaches for locating and monitoring PD utilize the
received signal strength (RSS) of the electromagnetic energy propagated from a PD source,
whilst more advanced techniques locate PD using the received time differences for a set of
measurement sensors, such as time of arrival (TOA) and time difference of arrival (TDOA).
Each technique has advantages and limitations, in relation to cost, complexity, accuracy,
and efficiency.
2.1. Characteristics of Radiometric PD
As previously stated, the charge displaced in an insulation fault results in an electromagnetic signal propagated away from the discharge source. Whilst the actual current
discharged in the fault is a pulse with a fall time in the order of 1 to 1000 ns, the resulting
radiometric signal bears similarities to a classical decaying oscillation [25], with a frequency
range in the order of 50–3000 MHz [26]. The frequency of the radiometric signal is dependent on the resonant structure of the insulation defect, resulting in a narrow-band
band-pass response [27]. The propagation environment effectively low-pass filters this
frequency range to 50–800 MHz, with the majority of the frequency content residing below
300 MHz.
A variety of radio receivers are capable of detecting and measuring the transmitted
PD signal; however, a difficulty of radiometric PD monitoring is susceptibility to any
electromagnetic interference. This includes locally transmitted signals within the VHF
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were made using a biconical antenna and a log-periodic antenna, with bandwidths of
30–300 MHz and 80–1000 MHz respectively, at a distance of 2 m from the source of PD. The
reported spectra were between 30 and 820 MHz, with the majority of the energy from 30 to
75 MHz. In [33], radiometric PD spectra were measured for an air-blast circuit breaker,
with a focus on the change in spectra due to the propagation environment. Three sensor
positions were used, two of which were fixed at a distance of 12 m from the PD source, and
one which was varied between 12 and 18 m. The mean spectra measured at each position
fluctuated by over 50 MHz between the three sensor positions; however, the majority of
the frequency content was still between 50 and 400 MHz at each position.
In [34] and [35], a PD fault was emulated using a sandwich of transformer paper
submerged in transformer oil. Five sheets were used in [34] in between two electrodes
paper, whilst eleven sheets were used in [35], with the five inner most sheets pierced with
a 1 mm hole to produce an air-filled void. The radiometric PD signal produced was then
measured using four different antennas, a 5 and 10 cm monopole, a log-periodic and a
zig-zag antenna. The cumulative power was measured with and without the PD source in
bands of 0–300 MHz and 1300 to 1900 MHz, with the ratio of the two cumulative quantities
provided, therefore allowing for the difference in received power to be determined between
background broadcast interference and PD within these bands, along with the power level
in each band.
The results reported in [34] show that the majority of the received power is within the
0–300 MHz band, with the exception of the 5 cm monopole antenna, where the majority of
received power was in the 1300–1900 MHz band. However, the reason for this is that the
lower bandwidth of such an antenna is restricted due to its physical size, since a monopole
antenna should be half the wavelength of the received signal frequency [36].
The results shown in [35] divide the measured spectrum into 250 MHz bands for each
antenna, from DC to 2.5 GHz, with the log-periodic taken as the absolute measurement
due to its flat frequency response across the specified range. The antennas were placed at a
distance of 45 cm from the PD source, with the exception of the log-periodic antenna, which
was placed at a distance of 90 cm to ensure the antenna was in the far field. Approximately
75% of the received power was measured in the 0–250 MHz band, along with 17% in
the 250–500 MHz band. The remaining energy was between 1.4% and 0.26% in each
consecutive frequency band.
The spectra of three simulated PD faults within a HV transformer were measured
in [37]—an internal void PD fault, a surface PD fault and a insulator bushing PD fault.
The internal PD fault was simulated with a dielectric oil-filled glass vessel placed inside a
transformer tank which contained eleven layers of insulation, with a 1 mm hole perforated
through the three inner most layers to produce an air-filled void. Two electrodes are connected to each side of the vessel to attach a HV source, the air was removed using a vacuum
in order to ensure a lower permittivity withing the void than in the insulating layers.
The surface PD fault was created using a twisted-pair of HV, resin polyamide-imide
insulation, enameled wire placed within the tank, which has an additional layer of polyester
tris hydroxyethyl isocyanurate over the insulation. Finally, the bushing fault was generated
using a porcelain bushing insulator whose surface was covered with a saline solution,
which was allowed to dry in order to obtain a salt polluted surface to generate PD. The
emulated PD faults were measured using two 10 cm monopole antennas, one placed
inside the tank and one outside at a distance of 30 cm from the fault under test. The
spectra were measured within three bands—a lower band of 0–300 MHz, a middle band of
300–1200 MHz, and an upper band of 1200–2500 MHz.
The cumulative power within each band was measured, with and without the PD
fault, to determine the contribution of locally transmitted interfering transmissions. For
the internal PD fault, the percentages of power measured by the inner antenna were
0.3%, 94.3%, and 5.4% for the lower, middle, and upper bands, respectively, whilst the
percentages were 61.9%, 35.8%, and 2.1% in the lower, middle, and upper bands for the
outer antenna, respectively. For the surface PD fault, the measured powers in each band
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were 0.1%, 99.1%, and 0.8%, and 89.2%, 10.7%, and 0.1%, in the lower, middle, and upper
bands for the inner and outer antennas, respectively.
The cumulative energies for the bushing PD fault in the lower, middle, and upper
bands were 69.3%, 27.4%, and 3.3% for the inner antenna, and 40.3%, 58.1%, and 1.6% for
the outer antenna. For the two internal fault types, the majority of the cumulative power
measured by the internal antenna was in the middle band, whilst for the external antenna,
the majority of power was in the lower band. The inverse of this is the case for the bushing
fault, where the majority of the power was in the middle band. The reason for this was due
to the transformer tank causing low-pass filtering to the radiometric signal. However, the
higher frequency content of the measurements made where the tank was not an obstruction
was closely related. A measurement made at a distance greater than 3 m would likely have
incurred attenuation to the higher frequency content.
In [38], the spectra of an emulated HV floating electrode PD fault, which is a common
fault in switchgear [39], was obtained and compared using both galvanic and radiometric
measurements.
A floating electrode PD test cell was energized to 6.2 kV using a HV DC supply. The
measured energy was divided into bands of 50–290, 290–470, and 470–800 MHz. For
the contact and radiometric measurements, the percentages of energy in each band were
62.8% and 78.3% in the 50–290 MHz band, 0.76% and 4.33% in the 290–470 MHz band,
and 0.56% and 1.59% in the 470–800 MHz band, respectively, and the remaining energy
was below 50 MHz. In both cases, the majority of the measured energy was within the
50–290 MHz band.
In [20,40], spectra were taken for a further two emulated PD faults using galvanic and
radiometric measurements. Both PD cells emulated defects within solid insulation. One
consisted of an acrylic tube containing two electrodes at each end, between the electrodes
a sandwich of three circular pieces of 1.5 mm thick FR4 insulation are placed, in which
the middle piece has a 1 mm hole drilled in the center to create a higher electric field
within it, and therefore, a discharge. The second consisted of a sandwich of three sheets of
2.4 mm-thick epoxy glass dielectric between two electrodes, with a 1 mm diameter hole,
again, drilled in the center of the middle sheet.
The acrylic tube PD source was filled with transformer oil in order to suppress any
discharges occurring at the edges of the electrodes. However, measurements were taken
with and without the presence of oil. The acrylic tube emulator was energized to 20 kV AC,
both with and without oil, to generate PD, whilst the epoxy glass dielectric emulator was
energized to 18 kV AC. Even though the frequency response of the acrylic tube emulator
was higher with the presence of oil, almost the entire energy is in the 50–800 MHz band for
all three measurements of the two emulators, with the majority of the energy being below
300 MHz.
2.2. Time Difference of Arrival PD Measurement
TOA and TDOA techniques, traditionally used for radio positioning systems, use the
times that signals are received at specific receivers to determine the distance, using the
speed of light to convert time to distance, of a transmitting signal from each receiver, and
therefore, the location of the transmitting source [41]. TOA relies on the time at which the
transmitted signal was sent along with the reception time for each receiver, whereas TDOA
only requires the latter, and is therefore more versatile [42]. Figure 5 shows an example of
TDOA positioning.
In this example, four receivers are positioned around a transmitting signal which
is the target for location. The distance of the source from each receiver is calculated by
determining the precise time difference of received signals between sensors. This is then
converted to distance using the speed of light. The resulting distances are used to plot
hyperbolic lines via non-linear regression, at which the intersecting point of the lines is
the estimation for the transmission [43]. TDOA has been used in many schemes for PD
location and can provide accuracy within 5 cm [44].

Sensors 2021, 21, 909

the resolution in distance is proportional to the speed of light divided b
For example, a sample rate of 1 GSa/s has a resolution distance of 30 cm,
rate of 5 GSa/s has a distance resolution of 6 cm [53]. Whilst techniques
tion can be used to increase the distance resolution at reduced
8 ofsample
21
in excess of 1 GSa/s are still necessary.

Figure 5. Time difference of arrival (TDOA) location of a wireless transmission with multilateration [42].
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Methods of RSS PD localization have been proposed which directly sample the re
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Figure6.6.AAfrequency-based
frequency-based
RF sensor
PD sensor
Figure
RF PD
[59]. [59].

The received RF signal is applied to three separate parallel filters, a 450 MHz cutoff
low-pass filter, and 400–750 MHz and 700–3200 MHz band-pass filters. The filtered signals
are each applied to a Schottky diode power detector with bandwidths of 5 MHz, which
remove the UHF components from the received PD signal. The detected signals are then
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sampled at a rate of 1 GSa/s by a digital sampling oscilloscope (DSO). The sampled data
are then processed via a PC to calculate the energy of received PD signals in each frequency
band. This is then used to plot a histogram of the received pulses for a given energy band.
Whilst this system is only a prototype, it is limited for large-scale use due to various
factors. The 1 GSa/s sample-rate would make the cost per sensor too high for a WSN to be a
viable option for PD monitoring. Along with this, three ADCs are required to digitize each
frequency band, increasing the cost and power consumption threefold. ADCs with a sample
rate at least a factor of ten lower could be used to reduce this limitation. However, the data
processing requirements would still require significant power consumption, particularly
if the sampled data were transmitted back to the gateway before any processing was
Sensors 2020, 20, x FOR PEER REVIEWperformed. Furthermore, the parallel connection of the RF front-end would result in the
received signal power being split between each channel due to the 50 Ω matching, reducing
the signal
strength,
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theusing
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A single channel sensor using envelope detection was proposed in [56], shown in
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Figure 7, which utilizes the internal ADC of a micro-controller to digitize the received PD.
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sensor sensitivity and dynamic range. The main addition is the PD emulation circuitry,
of calibration circuitry and a communications module for transmission of recei
which is activated by the micro-controller in order to transmit a known PD-like signal to
the other sensor nodes within the WSN. This allows for the propagation environment to be
calibrated between nodes, increasing the accuracy of the radiometric localization. A further
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square responding device; therefore, each sample acquired by the micro-controller’s ADC
is proportional to the power at a given point of the envelope of the received PD signal
The micro-controller can therefore process these samples to obtain the total received energy of the envelope. A disadvantage to this technique is the low sampling rate of the
11 of 21being no
ADC, which decreases the accuracy of the measured PD signal, as well as there
way to discern between received PD and other interfering signals.
Further developments were made to the previous sensor, as proposed in [72]. The
sensor,
shown
in Figure
isadesigned
around the single
channel
version
with the
modification
is the
addition8,of
Zigbee communications
module
to transmit
received
dataaddition
of
circuitry
to acalibration
data collection
point.and a communications module for transmission of received data.
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2.4. Summary of the Reviewed Literature
This paper has outlined the techniques for the acquisition of short-duration analogue
pulses, along with the advantages and limitations of each technique. The basic operation
of relevant ADCs was discussed, with the suitability for analogue pulse acquisition, and
in particular radiometric PD, being assessed. The type and functionality of typical RF
envelope tracking detectors were described and evaluated. The typical frequency spectra
for various radiometric PD faults were detailed, along with the frequency spectrum of
locally transmitted signal that would likely be detected within the range of radiometric
PD. Finally, techniques for radiometric partial discharge measurement were presented
and discussed, with a focus on the suitability for their deployment in a large-scale PD
monitoring WSN. The main points taken from this literature review are as follows:

•

•

•

•

•

•

Whilst undersampling acquisition allows for a lower power ADC to be used, the
lower sample rate limits the accuracy of the measurement. Conversely, oversampling
provides a high level of measurement accuracy, but is limited by the requirement for
higher power consumption.
Schottky diode-based RF power detectors, e.g., LTC5507, can provide an accurate
measurement of received power, at no or low power consumption, and can track the
fast envelope of a received PD signal. However, their dynamic range is limited due to
the requirement for them to operate in the square-law region of the diode.
Logarithmic power detectors, e.g., AD8307, have high dynamic ranges, typically
greater than 70 dB, and have sensitivities typically below −50 dBm. This comes at the
cost of increased circuit complexity, and therefore, increased power consumption. Furthermore, they are limited by a response time in the range of hundreds of nanoseconds
to microseconds.
Various reported measurements have shown that the typical frequency spectra of
many radiometric PD faults are within the 50–800 MHz band. Within this band
there exist various transmitted signals that may cause interference to radiometric PD
measurement.
TOA and TDOA radiometric PD detection provides a high level of location accuracy,
yet due to the requirement for high-speed sampling, in excess of 1 GSa/s and the
requirement for synchronization between sensors, it is not suitable for large-scale
monitoring of HV plants.
RSS PD measurement techniques can alleviate the dependence on excessive conversion
rates when used in conjunction with envelope detection. Furthermore, implementation
of a large-scale WSN utilizing this technique is simpler because incoherent sensors
can be used. However, existing sensors using RSS still require sample rates beyond
10 MSa/s.

3. Radiometric PD Detection Using TRI Based WSN
A prototype of radiometric PD detection system was proposed by Upton et al. in [74],
which provides a solution to the disadvantages listed in the previous section. This prototype
is composed of sensors nodes that communicate via a central Hub using the wirelessHART
protocol. The sensor nodes are arranged in a grid array in a specified area of interest.
WirelessHART may transmit data via intermediate nodes to the central HUB in order to
ensure no data are lost by using the shortest transmission path available, and therefore,
minimizing the possibility of a transmitted signal being beyond the receiver range of the
central HUB due to attenuation over longer distances. The electromagnetically radiated PD
signal is received by sensor nodes in the immediate vicinity of the source. The nodes measure the power of the PD. The average power measured at each sensor node is transmitted
to the central HUB, where an RSS-based location algorithm [75,76] is used to estimate the
location of the PD source, by triangulating the source based on the average power strengths
received at each node. An example of this arrangement is shown in Figure 10.

Sensors 2021, 21, 909

cally radiated PD signal is received by sensor nodes in the immediate vicinity of th
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bined transfer function results in two passbands from 30 to 75 MHz and from 25
70–250 MHz. The LNA then provides a gain of approximately 16 dB. The combined transfer
MHz, with a gain between 11.7 and 14.4 dB in the mid-band, and a measured nois
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and 7 dB [77]. The frequency response of the RF front-end is shown in Figure 13.
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the RF front-end.

The output signal from the LNA is then applied to an RF envelope detector, which removes the high frequency components and produces an output voltage proportional to the
linear or logarithmic power of the received PD signal envelope, depending on the type of
detector used. The envelope-detected PD signal is then applied to the signal processing section, which consists of an ADC [74] or of a composite transistor reset integrator (TRI), [78].
A block diagram and the signal representation of the TRI-based signal processing section is
shown in Figure 14a,b, respectively.
The output signal from the LNA is applied to an RF envelope square law detector,
which removes the high-frequency components and produces an output voltage proportional to the instantaneous input power. The detected signal is then amplified by a
high-speed NI amplifier to increase the amplitude of the signal to span the supply rail,
which is then applied to the precision comparator and the TRI. The precision comparator is
composed of a NI amplifier and a high-speed comparator. The NI amplifier increases the
signal in order for the comparator threshold to be set to a voltage that is at least 40 mV above
the noise floor, therefore ensuring that no oscillation occurs at the output of the comparator
due to false triggering. When the output of the NI amplifier exceeds the threshold level, the
comparator triggers high, activating the analog switch and producing a pulse at the output
of the mono-stable circuit for a pulse count. The analog switch activates the TRI which
integrates the received PD signal to a DC level. The TRI comprises a precision inverting
integrator, a transistor, and a comparator. Each received PD signal causes a DC step change
to the output of the integrator, proportional to the integral of the instantaneous power of
the received pulse. Once the output voltage of the integrator reaches a predetermined level,
the TRI comparator resets the TRI and the process is then repeated. The output of the TRI
is then applied to an inverting amplifier to obtain a positive signal, which is then sampled
by the internal successive approximation register (SAR) ADC of the micro-controller unit
(MCU). In contrast to a standard TRI, a composite TRI technique involves utilization of
composite multiple amplifiers that enhance performance beyond the capabilities of any
single commercial amplifiers. Using composite TRI helps in improving speed and precision,
and reduced power consumption compared to a standard TRI. A detailed circuit of the
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which is then sampled by the internal successive approximation register (SAR) ADC of
the micro-controller unit (MCU). In contrast to a standard TRI, a composite TRI technique
involves utilization of composite multiple amplifiers that enhance performance beyond
the capabilities of any single commercial amplifiers. Using composite TRI helps in improving speed and precision, and reduced power consumption compared to a standard
TRI. A detailed circuit of the composite TRI signal processing section is presented in [78].
Figure 15a shows a received radiometric PD signal at the output of the LNA, the zero-bias
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Detailed calculations and explanations regarding the proposed localization algorithm are
included in [75,76], along with comparisons with other existing algorithms. The proposed
PD detection system and the localization algorithm were validated by performing two
measurements: scenario 1: PD source localization using six sensors, and scenario 2: PD
source localization using eight sensors. In both scenarios, the true location of the PD
source from the origin is (13.5 m, 4.5 m), and is left unchanged.

proposed algorithm and its comparison with other existing algorithms using several
measurements is presented in [75]. It should be noted that most of the measurements for
PD detection were carried out in outdoor environments; however, a few of the PD
measurements were performed indoors. These indoor measurements might have radio
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reflections from the walls or other objects that generally reduce the accuracy of the
localization algorithm.
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Figure
16. PD source
detection
(a) nodes
six sensor
nodes
(b)sensor
eight sensor
nodes,
[75].

4. Conclusions

4. Conclusions
This paper presents a detailed review of the techniques for the radiometric detection
and localization of PD using received signal strength. Key advantages and disadvantages of
the reviewed techniques are presented. Moreover, an overview of a radiometric technique
using a TRI-based WSN is presented, which serves as a low-cost and power efficient
solution to the drawbacks exhibited by radiometric PD detection techniques that rely on
high-speed ADCs.
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